
 
 

  
  
 

VERTICAL POWER RAIL 
INSTALLATION GUIDE

REQUIRED ITEMS

x4 x4

REGULAR 

PLACEMENT

CORNER 
PLACEMENT **

FRONT

STEP 1 - POSITION POWER RAIL (6 POSITIONS)

STEP 2 - SCREW ONTO EXTRUSION FITTINGS
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*Note: Positions 2 & 5 may be 
adjusted horizontally as needed. 
Ensure power rail is perpendicular 
to base for stability.

Screw onto the back of the power rail

**Note: Corner placement 
is not achievable with 
27RU and 18RU vertical 
power rails.




